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DETAIL

Auto. controller

Rigid steel 

conduit (120 V)

PVC Conduit
from source

24 V to control valves

12"

30"

16"

Rigid steel 

conduit (24 V)

3 x 2 x 5.59# Rect.

steel tube (weld cap on top)

#8 Bare bond

secure as directed by Engr.

 5/8 " x 8’ Copper grd. rod

w/approved clamp

Conc. base

CONTROLLER (CITY)

Disconnect switch
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